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Abstract—In this paper, the complete magnetic material char-
acteristic, hysteretic and anhysteretic, is reconstructed for an
EI electromagnetic inductor. The material identification process,
including air gap assessment, is carried out using a coupled
experimental-numerical inverse technique, based on a set of well
chosen global and local magnetic measurements. It is shown
that a higher accuracy is obtained when local measurements
are performed in regions with less stray fields, and the air gap
assessment is strongly improved by the use of local magnetic
measurements.
Index Terms—Inverse problems, magnetic measurements, mag-
netic material identification, hysteresis identification.
I. INTRODUCTION
AN EI core inductor is an electromagnetic device (EMD),which is widely used in modern power electronics ap-
plications, such as switched mode power supplies. In order to
precisely design and analyze such applications, the magnetic
material characteristic of the EI inductor has to be known.
Classically, the magnetic material characteristic of an EMD
is determined by means of Epstein frame, single sheet tester
or ring core measurements on a separate sheet of the same
material as the EMD [1]. This requires extra samples of
the electrical steel sheet, which are unfortunately sometimes
not available. Therefore, it is convenient to characterize the
magnetic properties on the specific geometry of the EMD
itself. However, the non-uniform electromagnetic field patterns
make this task much more difficult.
The authors propose an accurate combined numerical-
experimental methodology in order to identify the magnetic
properties in geometries with non-uniform electromagnetic
fields. The presented methodology is applied to an EI core
inductor, as shown in Fig. 1. We employ two magnetic material
characteristics, each with a limited number of parameters:
the anhysteretic B-H curve, and the hysteresis characteristics
described by the Preisach model [2].
The proposed procedure is based on a coupled experimental-
numerical inverse technique, starting from a set of global
and/or local magnetic measurements and a 3D finite element
model of the EI inductor, by minimizing the error between the
measured and simulated electromagnetic quantity for different
values of the excitation current. Depending on the nature of
the measurements, (e.g. local, global, measurement position,
etc.), that are used as input for the inverse problem, a certain
resolution or accuracy of the recovered magnetic material
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Fig. 1. The studied EI core. At positions 1 and 2 the local magnetic
measurements are carried out. g1 and g2 are the middle and the outer air
gap thicknesses, respectively. Dimensions are in mm.
parameters is achieved. Furthermore, due to the fact that the
accuracy of the magnetic material identification process is
highly influenced by the uncertainty of the EMD geometry,
especially the air gap thickness, we include different air
gap thicknesses in the identification process. The proposed
inverse approach is validated by comparing the recovered
characteristics with the measured characteristics on a magnetic
ring core of the same material as the EI core.
II. PROBLEM DEFINITION
A. The studied geometry
Fig. 1 shows the profile of the studied geometry. It is an
EI core with one “middle” air gap in the middle limb (g1),
and two “outer” air gaps (g2) between E and I yokes. The
excitation coil is wound over the middle limb of the E-core
with N1 = 356 turns.
B. Magnetic measurements
The quasi static magnetic measurements are performed at
1 Hz for a sinusoidal current excitation, in order to have a
negligible presence of eddy current effects in the magnetic
core.
1) Local magnetic measurements: The local magnetic in-
duction measurement ‘Blocal’ is done by means of extra needle
probes or a search coil. ‘Blocal’ is measured at different
positions of the EI inductor, e.g. positions 1 and 2, as shown
in Fig. 1. The positioning of the local measurement setup has
a placement error of 0.01 mm.
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2) Global magnetic measurements: The term global mea-
surements means the measurement of two quantities; the
excitation current (I) in and the voltage (V) over the excitation
winding. This global measurement gives rise to the flux density
linked with the excitation winding:
B(t) =
1
N1S
∫ t
0
[V (τ)−RI(τ)]dτ (1)
where N1 is the number of turns of the excitation winding, S is
the cross section of the excitation winding, R is the resistance
of the excitation coil.
C. Finite element modeling
The numerical model of the EI core inductor is constructed
using the 3D finite element method (FEM) which solves the
nonlinear quasi-static Maxwell’s equation:
∇× (
1
µ(A)∇× A) = J (2)
for the magnetic vector potential A with the non-linear mag-
netic permeability µ, and the current density J. We imple-
mented two material models, that define µ in (2).
1) Anhysteretic characteristic: The single-valued nonlinear
constitutive relation of the magnetic material, is modelled by
means of three parameters [H0, B0, ν]:
H
H0
=
(
B
B0
)
+
(
B
B0
)ν
(3)
2) Hysteretic characteristic: The hysteretic magnetic ma-
terial behavior can be fully characterized by a Preisach
distribution function (PDF). Theoretically, the PDF can be
identified either from an Everett map or by fitting parameters
in an analytical expression. In order to limit the number
of parameters to be recovered with an acceptable hysteresis
model accuracy, we prefer to use an analytical expression for
the PDF.
Here, the scalar Preisach model with one input (the mag-
netic field) and one output (the magnetic induction) is used,
in which the material is constituted by several dipoles each
with a non symmetric loop with up and down switching
fields α and β (β ≤ α). We suppose that (α, β) has a
Lorentzian distribution with a reversible and an irreversible
part: P (α, β) = Pirr(α, β) + Prev(α, β).
P (α, β) =
k1
(1 + (α−a
b
)2)(1 + (β+a
b
)2)
+ δα,β
k2
1 + (α
c
)2
(4)
This PDF is characterized by a set of five Preisach pa-
rameters: [a, b, c, k1, k2]. δα,β is the Kronecker delta symbol
[3]. Integrating this PDF equals the magnetization saturation.
These five parameters are independent as we assume that there
is no a priori knowledge of the material available. Coupling
the Preisach model with eq. (2) is done in a similar way as
described in [4].
III. INVERSE PROBLEM FORMULATION
The three parameters of the anhysteretic B-H characteristic
p = [H0, B0, ν], and the five parameters of the Lorentzian
distribution of the scalar Preisach model p = [a, b, c, k1, k2]
are recovered using the proposed inverse approach. In the fol-
lowing section, three objective functions OF are formulated,
which minimize iteratively the quadratic error between the
measured and simulated quantities:
p⋆ = arg minp OF (p) (5)
where p⋆ is the optimum ‘recovered’ material parameters.
A. Objective Functions
The first and second objective function (OF1, OF2) are
implemented using the amplitude (ik) of the kth sinusoidal
excitation current (k = 1, ..,K = 40) and the local magnetic
induction measurements, at fixed positions, e.g. position 1 or
position 2 of Fig. 1, respectively:
OF1(p) =
K∑
k=1
‖
Bs(ik, p)−Bm(ik)
Bm(ik)
‖2position 1 (6)
OF2(p) =
K∑
k=1
‖
Bs(ik, p)−Bm(ik)
Bm(ik)
‖2position 2 (7)
with Bm(ik) the measured peak magnetic induction value of
the kth excitation current and Bs(ik, p) the corresponding
simulated local flux densities using the 3D FEM and the
material parameter values p.
The third objective function (OF3) is implemented using
global measurements of the excitation current (I) and the
voltage (V) of the excitation winding, see eq. (1), where no
local measurements are used:
φm(t) = (1/N1)[
∫ t
0
V (τ)dτ −R
∫ t
0
I(τ)dτ ] (8)
OF3(p) =
K∑
k=1
‖
φs(ik, p)− φm(ik)
φm(ik)
‖2 (9)
with φm(ik) the measured peak magnetic flux value of the kth
excitation current and φs(ik, p) the corresponding simulated
value.
B. Combined objective functions
To increase the efficiency of the numerical inverse approach,
we combine the previous objective functions, so that more
information is given as input to the inverse approach. Each
objective function is based on two measured quantities only,
and the excitation current is the common factor in all of them:
(I,Blocal−1), (I,Blocal−2), and (I, V ). In the combined ob-
jective function (COF ), we combine two or three previously
mentioned objective functions:
COF12 = OF1 ∪OF2 (10)
COF13 = OF1 ∪OF3 (11)
COF23 = OF2 ∪OF3 (12)
COF123 = OF1 ∪OF2 ∪OF3 (13)
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OF2 [H0, B0, ν] = [252.6, 1.35, 12.75]
OF3 [H0, B0, ν] = [410.69, 1.37, 11.62]
Fig. 2. The anhysteretic B-H characteristic using OF1, OF2, and OF3
compared to the reference characteristic, (g1 = 0.85 mm, g2 = 0).
IV. RESULTS AND DISCUSSION
The results of the magnetic material identification based on
the proposed inverse approach are presented and discussed in
the following sections.
A. Magnetic material identification (Anhysteretic behavior)
In this part, we solve the inverse problem in order to
identify the three parameters [H0, B0, ν]. Here, the value of
the middle and outer air gap thicknesses are kept constant
(g1 = 0.85 mm, g2 = 0). Values are given by the constructor
of the EI profile.
Fig. 2 shows the reconstructed anhysteretic B-H characteris-
tic of the EI core inductor material using the proposed inverse
method by implementing OF1, OF2, and OF3.
The recovered characteristic is compared to the measured
‘reference’ magnetic parameters using the ring core measure-
ments of the same material as the EI core material.
A good correspondence between the recovered magnetic
parameters and the reference magnetic parameters, particularly
at saturation, is observed. The best results are observed for
OF2, which is based on the local magnetic induction at the I-
core. OF1, which is based on the local magnetic induction
at the middle limb, and OF3, which is based on global
measurements slightly differ from the reference characteristic.
These results can be explained as follows: the inverse
problem is generally an ill-posed problem, i.e. a small error
in the measured quantities leads to an error in the recovered
parameters. OF1 is based on Blocal−1 near to the middle air
gap. It can be affected by the fringing effect. OF3 is based
on V over the excitation winding. It can be affected by the
value of the ohmic resistance R in (1). However, OF2 is
based on Blocal−2 on the I-core. It is far from the excitation
winding, and hence it is hardly affected by the stray fields.
Therefore, solving the inverse problem based on the most
reliable measurements gives the best results.
B. Magnetic material identification (Anhysteretic behavior)
and one air gap assessment
In this part, we solve the inverse problem in order to identify
the three parameters [H0, B0, ν]. Moreover, the difficulty of
the inverse problem is increased by including the value of the
middle air gap (g1) as unknown in the identification process.
The value of the outer air gap thickness is kept constant (g2 =
0).
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OF2 (g1 = 0.8681 mm) [H0, B0, ν] = [264.11, 1.354, 12.63]
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Fig. 3. The anhysteretic B-H characteristic using OF1, OF2, and OF3
compared to the reference characteristic, (g1 is unknown, g2 = 0).
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(Ring Core Measurements)
COF12 (g1 = 0.8574 mm)[H0, B0, ν] = [270.89, 1.3534, 12.436]
COF23 (g1 = 0.8464 mm)[H0, B0, ν] = [273.31, 1.3387, 12.223]
COF13 (g1 = 0.9534 mm)[H0, B0, ν] = [289.62, 1.3258, 11.921]
Fig. 4. The anhysteretic B-H characteristic using COF12, COF13, and
COF23 compared to the reference characteristic, (g1 is unknown, g2 = 0).
Fig. 3 shows the reconstructed anhysteretic B-H characteris-
tic of the EI core inductor material using the proposed inverse
method by implementing OF1, OF2, and OF3, compared to
the ‘reference’ magnetic parameters.
It can be observed from Fig. 3 that solving the inverse
problem based on these objective functions does not guarantee
the accurate magnetic parameters and the accurate middle air
gap thickness value.
In order to well pose the inverse problem, we need to
include more measurements as input of the inverse problem,
i.e. use of the combined objective functions COF12, COF13,
and COF23, see equ. (10–12). Fig. 4 depicts the reconstructed
anhysteretic B-H characteristic of the EI core inductor material
using the proposed inverse method by implementing COF12,
COF13, and COF23, compared to the ‘reference’ magnetic
parameters.
It can be observed from Fig. 4 that COF12, and COF23
result in accurate material parameters, as well as the accurate
middle air gap thickness. However, COF13 results in accurate
material parameters, and inaccurate middle air gap thickness.
At position 2, very accurate measurements are provided to the
inverse problem, see also sec. IV-A.
C. Magnetic material identification (Anhysteretic behavior)
and two air gaps assessment
In this part, we solve the inverse problem in order to identify
the three parameters [H0, B0, ν], and the two unknown air
gaps thicknesses (g1 and g2 are unknown). The magnetic
measurements were carried out for two measured values of the
outer air gap thickness, i.e. g2 = 0.25 mm, and g2 = 0.5 mm,
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Fig. 5. The anhysteretic B-H characteristic using COF123 compared to the
reference characteristic, (g1 and g2 are unknown).
by putting plastic spacers with known thickness between the E
and I yokes. The two yokes are fixed together by a mechanical
clamp to prevent the movement of the I-yoke.
Fig. 5 shows the reconstructed anhysteretic B-H characteris-
tic of the EI core inductor material using the proposed inverse
method, by implementing COF123, compared to the ‘refer-
ence’ magnetic parameters. It can be observed from Fig. 5 that
COF123 results in accurate material parameter identification,
as well as the accurate air gap thickness for both examined
outer air gap thicknesses, i.e. g2 = 0.25, and 0.5 mm.
D. Magnetic material identification (Hysteretic behavior)
In this part, we solve the inverse problem in order to
identify the five parameters of the Lorentzian distribution
of the scalar Preisach model [a, b, c, k1, k2]. The value of
the middle and outer air gap thicknesses are kept constant
(g1 = 0.85 mm, g2 = 0), respectively. For simplicity, we have
tested only one objective function, i.e. OF2, which provides
the most accurate measurements.
OF2(p) =
L∑
l=1
T∑
n=1
‖
bs,l(tn, p)− bm,l(tn)
bm,l(tn)
‖2position 2 (14)
where bm,l(tn) is the measured magnetic induction value of
the nth time step (n = 1, ..., T = 1000) for the lth magnetiza-
tion loop and bs,l(tn, p) is the corresponding simulated local
flux densities using the 3D FEM.
Fig. 6 shows the recovered hysteresis loops of the EI
core inductor material using the proposed inverse method,
by implementing OF2, compared to the ‘reference’ magnetic
hysteresis loops. A good correspondence between the mea-
sured hysteresis loops on the ring core, and the recovered one
is observed. Table I indicates the five Lorentzian parameters
fitted on the magnetic ring core measurements data, and the
corresponding parameters recovered from the inverse problem.
From table I, it is clear that the presented method to identify
the parameters of the Preisach model results in a deviation less
than 10% between the identified and the reference parameter
values. In [5], the inverse problem is solved for a rather simple
geometry, i.e. no air gap. Moreover, it has been assumed, in
[5], that the hysteresis (magnetic field - magnetic induction)
loops have a direct relation with the measured current-flux
loops according to Ampere’s and Faraday’s laws, respectively.
However, this assumption is not valid for an EMD with highly
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Fig. 6. The hysteresis loops using OF2 compared to the reference
characteristic, (g1 = 0.85 mm, g2 = 0).
non-uniform field patterns. On the other hand, our proposed
method is general and can be applied to any EMD.
TABLE I
THE LORENTZIAN PARAMETERS OF THE PREISACH MODEL COMPARED TO
THE FITTED PARAMETERS ON THE MEASUREMENTS DATA
Parameter a b c k1 × 10−4 k2 × 10−4
Fitted value 124.99 38.01 504.08 1.89 5.15
Recovered value 123.32 39.01 480 1.8 5.52
V. CONCLUSION
In this paper, we proposed a method to reconstruct the
hysteretic and the anhysteretic behavior of an EMD. An
EI core inductor was used as a test case. The proposed
method solves an inverse problem starting from well defined
global and/or local magnetic measurements, followed by a
numerical procedure, that is based on the finite element
method. Moreover, assessment of the unknown air gaps is
investigated and validated. The identification of the hysteretic
and the anhysteretic behavior gives a good indication for the
hysteresis losses and the magnetic permeability, respectively.
The numerical inverse problem approach has been found to be
an effective methodology for the extraction of the magnetic
characteristics of the magnetic material.
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